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75/4 Siddhi Sadan

Halsey Road, Kanpur - 208001
Phone-8869935001, 87893564663
Email - zokanpur.gad@ucobank.co.in

RFP for Furnishing8 Eleciricalworks at Bank's Sohramau Branch situated at
Lucknow Kanpur Road Sohramau PIN - 209859 Uttar Pradesh.

Part - [ (Technical Bid)

The information provided by the bidders in response to this REP Document will
become the property of the Bank and will not be refurned. The Bank reserves
the right to amend, rescind or reissue this RFP Document and all amendments
will be advised {o the bidders and such amendments will be binding on them.
The Bank also reserves its right fo accept or reject any or all the responses to
this RFP Document without assigning any reason whatsoever.

This document is prepared by UCO Bank for Interior Furnishing, electrical and
Air Conditioning works at Bank’s Sohramau Branch situated at Lucknow
Kanpur Road Sohramau PIN — 209859 Uttar Pradesh. It should not be reused or
copied or used either partially or fully in any form.
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whatsoever, shall arise from the offer process unless and until

and the selected Bidder.

b ANNEXURE-II {TECHNICAL SPECIFICATION) 6
7 FINANCIAL BID-BOQ 7-61
Disclaimer

While the document has been prepared in good faith, no representation or
warranty, express or implied, is or will be made, and no responsibility or
liability will be accepted by UCO BANK or any of its employees, in relation
to the accuracy or completeness of this document and any liability thereof
expressly disclaimed. The RFP is not an offer by UCO BANK, but an invitation
for bidder's responses. No contractual obligation on behalf of UCO BANK,

contract is signed and executed by duly authorized officials of UCO BANK

a formal
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Notice Inviting Tender

UCO Bank invites sealed tender offers {technical and financial offer) from our
empanelled contractors for Furnishing and Electrical works af Bank's Sohramau
Branch situated at Lucknow Kanpur Road Sohramau PIN = 209859 Uttar Pradesh.

A) The bidder (also called the vendor or bidder through this document) selected
through this bidding process shall own the single point responsibility for
fulfilling all obligations and providing all deliverables and services required for
successful implementation of the project.

B) Sdiient Features

Tender Reference ZOK/GAD/2025-26/
dated 13.08.2025
Name of the work Furnishing, Electrical& AC works at Bank's

Sohramavu Branch situaied at Lucknow Kanpur
Road Sohramau PIN — 209859 Uttar Pradesh.
EMD EMD: a) EMD of

1) Rs. 5,000/- for furnishing work

2) Rs. 7,000/- for electrical & AC works.
DD must be submitied with Technical Bid (Pari-
I} in the form of pay order /demand draft in
favour of UCO Bank, payable at Kanpur. Not
Applicable for MSME (Document related MSME
to be furnished Under Part-I).
b} EMD of unsuccessful bidders will be released
(without any interest).
c) EMD of L-1 bidders will be released (without
any interest) after submission of Performance
Bank Guarantee.
d) However, if Successful tenderer withdraws
their acceptance before completion of Work,
UCO Bank will have the right to forfeit the
Earnest Money Deposit  without making
reference.
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reference.

last date and time for | Off line original hard copy of Pari-l and Part-11 of
submission of tender tender document to be submitted by 20.08.2025
upto14:00 hrs at UCO Bank, GAD, Kanpur Zonal
Office, 75/4 Siddhi Sadan, Halsey Road , Kanpur

-208001
Date of opening of tender Technical and financial bids to be opened on
21.08.2025 at 16:00 hrs.
Time for completion 30 Days from issue of work order
Address of communication UCO Bank, Kanpur Zonal Office

General Administration Department
75/4, Siddhi Sadan, Halsey Road, Kanpur-

208001
Email zokanpur.gad@ucobank.co.in
Phone No. 8869935001, 8789356663
Architect for technical | M/s Gunjan & Associates
clarifications and drawings Contact - 9838818489
Mode of submission Offline hard copy
Contents of technical bid (Part- a. Original Demand Drafi of EMD (Not
1) Applicable for MSME (Document related

MSME to be furnished].
b. Bidder's Covering letter (Annexure 1)

Empanelment Leiter suitable for the said
category Issued by any of our Zondl office.

Validity of tender 90 {Ninety) days from date of opening

C) Submission of tender

The envelope containing Part-l of tender should be super scribed clearly “Part-l
(Technical Bid)" with the name of work and will be addressed to 'The Zonal
Manager, UCO Bank Kanpur Zonal Office’ and must be submitted on or before the
stipulated date & fime of submission of tender. The financial bid should be
submitted in one big nonwindow-envelope in the same envelope containing
envelope of Technical Bid. The sealed envelope should be super-scribed as
“Fyrnishing, Electrical& AC works al Bank’s Bangarmau Branch situated at First Floor

Branch/ Office- ZONAL OFFICE, Email: zo kanpur@ucobank.co.inContact:
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Last date and time for | Off line original hard copy of Pari-l and Part-1l of
submission of tender tender document to be submitted by 21.08.2025
upto16:00 hrs at UCO Bank, GAD, Kanpur Zonal
Office, 75/4 Siddhi Sadan, Halsey Road , Kanpur

-208001

Date of opening of tender Technical and financial bids to be opened on
22.08.2025 at 16:00 hrs.

Time for completion 30 Days from issue of work order

Address of communication UCQO Bank, Kanpur Zonal Office

General Administration Depariment
75/4, Siddhi Sadan, Halsey Road, Kanpur-

208001
Email zokanpur.gad@ucobank.co.in
Phone No. 8869935001, 8789356663
Architect for technical | M/s Gunjan & Associates
clarifications and drawings Contact - 9838818489
Mode of submission Offline hard copy
Contents of technical bid (Pari- a. Original Demand Draft of EMD (Not
1) Applicable for MSME (Document related

MSME to be furnished).
b. Bidder's Covering letter {Annexure 1)
Empanelment Letter suitable for the said
category Issued by any of our Zonal office.

Validity of tender 90 (Ninety) days from daie of opening
C) Submission of tender

The envelope containing Pari-l of tender should be super scribed clearly "Part-l
(Technical Bid)" with the name of work and will be addressed to ‘The Zonal
Manager, UCO Bank Kanpur Zonal Office’ and must be submitied on or before the
stipulated date & fime of submission of tender. The financial bid should be
submitied in one big nonwindow-envelope in the same envelope coniaining
envelope of Technical Bid. The sealed envelope should be superscribed as
“Furnishing, Electricald AC works ai Bank's Sohramav Branch situated at Lucknow
Kanpur Road Sohramau PIN - 209859 Uttar Pradesh.”

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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The documents should be submitted to UCO Bank, Kanpur Zonal Office
General Administration Department,75/4, Siddhi Sadan, Halsey Road, Kanpur-
208001 within stipulated time frame.

D) Miscellaneous iitems

1.

Vendor's representatives will be allowed fo be present during opening of bids
at their cost.

In case date of pre-bid meeting, last date of receipt or opening of tender are
declared as holiday, the respective date shall be treaied as deferred and will
be re-scheduled to next working day correspondingly.

. It may be nofed that the requirement given in this RFP is indicative only.

Tenders/offers through email will not be accepted.

Bank reserves the authority o accept or cancel any or all tenders without
assigning any reason.

All tenders in which any of the prescribed conditions are not fulfiled or are
incomplete in any respect or there is any correction in Price Bid is not duly
signed and dated by the bidder are liable io be rejected.

In the event that the L-1 vendor fails to meet the eligibility criteria or is unable
to complete/execute the assigned work, the Bank reserves the right to award
the tender to the L-2 or L-3 vendor, provided they agree 1o execute the work

at the same rates quoted by the L-1 vendor. %
nal Head

Kanpur Zong] Office
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Eligibility Criteria

f
1. The contractor must be empanelled contractor of UCO Bank.
2. The coniractor must apply only in that trade {furnishing, electrical& air
conditioning works) in which he has been empanelled in the Bank.

Evaluation Criteria

Lowest Bid Value will be evaluated on lowest price offered by the bidder against
Financial Bid.

-

Rejection of Bids

The bid is liable to be rejected summarily if:

i) Tenders are not received in two paris in separate envelopes.

iM) It is nof in conformity with the insfruction mentioned in this tender
document.

i) If it is not accompanied by requisite tender cost and EMD as stated
above.

iv) It is received after expiry of the due date and /or time.

v) It is evasive and contains incorrect information.

vi) If there is canvassing of any kind.

vil It is submitted anywhere other than the tender box or to the

addressee.

viii)  If any indication of price/rate/charges is being found in Part-l of the
tender.

ix) If the bidder has applied in that frade in which he/she is not
empanelled.

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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ANNEXURE -1
To
Zonal Head
UCO Bank Zonal Oifice
Kanpur
Sir
1. We have carefully examined all the contents incorporated in the various
parts of this Tender Document NO eevevveveveveevnnreian, dated .............. and

taken note of all the terms &conditions stated in the Tender Document in its
various parts.

2. We hereby agree to abide by and fulfil all other Terms and Conditions of the
Tender.

3. We also agree to keep the retention money clause as mentioned in the
tender document.

4. The integrity and letter of undertaking and indemnity submitted by us during
empanelment in Bank’s list of empanelled contractors shall be binding on me
during the course of this work.

For and on behalf of

(With sedal)
Signature
Name

Designation
DULY AUTHORIZED SIGNATORY

3@ / U,
19_‘. 0/—“3‘9

A Bt Y
(@” )
N £/
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ANNEXURE-II
TECHNICAL SPECIFICATIONS
Approved Make

APPROVED MAKE OF MATERIALS
1. False Ceiling/Channels |  India Gypsum/Armstrong/AMF/Saint
Gobain
2. Aluminium Framework/Aluminium Section Jindal/Tata
3. WoodSkirting/Moulding/Lipping/Beading C P Teak
4, Wood Preservative ST P Pentaphene Pale / Termiseal
by PCI / Bison by British Paint
5. Fire Retardant Paint Industrial grades of Nobel/Viper
é. Marine Ply with ISI:710 Mark | 10 BWR Green/Century/Archid (
Sub-brand is not accepited)
7. BWP Block Board (IS:1459) I§:710 BWR Green/Century/Archid
{ Sub-brand is not accepted)
8. Laminate (1 mm thick) Merino Lam / Green lam /Century
mica / Sun mica
9. Door Closure [Heavy Duty) Ebco / Ozone / Dorma / Godrej
10. Door Lock Godrej/Ebco
1. Door Handles Godrej / Hafele /Hettich / Ebco
12. Drawer/Storage Handle Godrej / Hafele /Hettich / Ebco
13. Drawer/Storage lock {Multipurpose) Godrej / Hofele /Hettich / Ebco
14. Night latch Godrej
15. Screws GKF/Nettle Fold
16. Hinges CIEF
17. Sliding telescopic drawer channel | Ebco / Kombo / Earl Behari / Efficient
Gadjets
18. Cable Organiser Ebco/Innofitt Systems {CM 63C)
19. Adhssive Fevicol SH / Ardldite
20. Soft Board Jolly Board
21. Vertical/Roller Blinds Mac / Vista / Wincab
22, Glass Modiguard /AIS / Saint Gobain
23. Painis {Synthetic Enamel / Acrylic Asian Paints / Berger / Dulux

Emulsion)

24, PVC Flooring Krishna Vinyl / Armstrong / Birla

Follow UCO Bank onTwitter:UCOBankOfficial; FacebooK:Official. UCOBank; Instagram:Official.ucobank\;\“‘/
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25. Texture Paint Asian Paints / Berger / Dulux
26. G | Pipe TATA(Medium)}/Jindal Steel
27. Cement Ultratech/Ambuja/ACC
28. Vitrified files Johnson/Kajaria/Nitco/ASL
29. Ceramic Tiles Johnson/Kajaria/Nitco/ASL
30. ACP Alucobond/Alstone/Eurobond
31. Veneer {4mm) Century/Ply
32. All materials not covered above As per sample approved by
Bank/Architect

UCO Bank
Zonal Office
75/4 Siddhi Sadan
Halsey Road, Kanpur - 208001

Phone-8869935001, 8789356443
Email - zokanpur.gad@ucobank.co.in

RFP for Furnishing & Electrical works at Bank's Sohramav Branch situated at Lucknow
Kanpur Road Sohramau PIN - 209859 Uttar Pradesh,

Part - Il (Financial Bid)

The information provided by the bidders in response to this RFP Document will
become the property of the Bank and will not be refurned. The Bank reserves the
right io amend, rescind or reissue this RFP Document and all amendments will be
advised to the bidders and such amendments will be binding on them. The Bank

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
Follow UCO Bank onTwitter:UCOBankOfficial; Facebook:0fficialUCOBank; Instagram:Officialucobanks “4W
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also reserves its right to accept or reject any or all the responses to this RFP
Document without assigning any reason whatsoever,

This document is prepared by UCO Bank for Interior Furnishing, electricalg AC
works af Bank’s Sohramavu Branch situated at Lucknow Kanpur Road Sohramau
PIN - 209859 Uttar Pradesh.

It should not be reused or copied or used either partially or fully in any form.

ESTIMATE FOR FURNISHING WORKS

UCO BANK AT BRANCH SOHRAMAU BRANCH & ATM

ZONAL OFFICE KANPUR

1.No offsite prefabrication shall be allowed in any case. All fabrication shail be done at the site after
getling the materials inspected by the architect

2.No paymeni shall be made for any in completed or unsatisiactory work

3.The Contractor should strictly follow the Booklet requirements ofthe Bank

including the detailed drawings in the booklet. Any discripencay between the booklet and the
Specificalons below should be brought to the notice of the Architect.

4.list of material to be strictly as per the booklet.

5.Cable Managers to be provided in the tables and Counters wherever required.

6.All underframe should be properly treated with antitermite and waterproofing material

7.All Locks in the drawers and doorsetc. should be of Godrej

8.All keyboard Trays and Drawers fo be on Channel Sliding Mechanism.

9.Etching to be provided as per Banks Design and Specification.

10. The coniractor to follow the banks colour Coding. Any other specified colour to be superceded
by the Banks Colour code.

11. All board to be BWP. Of approved brand and if written BWR it should be superceded by BWP
board/ply.

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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S.No.

Item

Units

Gty.

Rate

Amount

In case of full height partitions
measurement of height shall be
faken from the finished floor level
upto the level of the false either side
of the partition ceiling.in case of
varying heighis on average height
shall be considered.

The rate fo include provision of extra
framework as ecessary for skirting &
making provision for laying conduit
as/dmg & directions of site
engr./architect. All underframing to
be freated with anfitermite solufion
chlorpyriphos based in
recommended dilution.

Full Height parly glazed/unglazed
Partitions (Including Doors)

253.00

Glazed Partition (upto false ceiling
height only considered and above
necessary ceiling supports to be
provided} with Anodized Aluminium
frame work, heavy sections {2mm
thickness} of 1.75x1.75" section,
spacing of 20"x2'0" on bothsides and
covered with 9mm thick BWP
plywood finished with Tmm thick
laminate of banks colours for skriting
& borders on both sides and
approved colour laminale for base
colour on both sides. Above
1'0/2'6"/3'0" height pariition, fixed
with 8 mm bevelled glass with sticker
works door and feak wood beading
with melamine pclish. Clear glass
shall be finished with frosted film
sticking over the glass of approved
pattern and design. Rate {o include

LinkedIn:UCO BANK; You Tube:UCO Bank Gfficial
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providing cutouts and provisions to
run electrical conduits, switches, etfc,
Cost include wastages, transports,
loading, unloading charges, labours,
matericls, tools, lead, lift and etc.
Complete as per drawings and
instructions of the Architect.

The job shall also include for provision
of laying conduits, switch boxes efc.
The erection of partition shall include
for expansion bolts cleats, clamps
bolis, nuts, screws, rivets and other
accessories, all complete up fo the
satisfaction of the Architect.

The parition and doors shall have
hinges floor springs/sliding
arangement/ hydraulic door closer,
mortise locks with handle set
(Godrej, Dorma make dll), efc. The
rate shall include cost of all materials,
labour, T&P, wastages, etc. required
for proper completion of work, all
complete to the safisfaction of the
Architect.

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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Full height Solid pariition (height 8'-
é"or ceiling height) with Anodized
Aluminium frame work, heavy
secftions (2mm  thickness) of
1.75"x1.75" seciions, spacing of
20x20" on bothsides and covered
with 9mm thick BWP plywood
finished with Tmm thick laminate of
approved colour for skriting& borders
and laminates for base on both sides
with all necessary fixing
accessories,arangements and
efc.Pariifion shall have necessary
opening of approved size as per
standards for fixing machine's and
additional frame fo be fixed for
strengthening the parifion.Rate to
include providing cufouts and
provisions to run electiical conduits,
switches, etc. Cost include wastages,
tfransports, loading, unloading
charges, labours, materials, tools,
lead, lift and etc. Complete as per
drawings and insfruclions of the
Architect,

2 Low Height Parition Sq. ft. 75.00

LinkedIn:UCO BANK; You Tube:UCO Bank Official




UCO BANK 7=

Azadiy,
Honours Your Trust Amiit Mahotsav

SR T 3T AR

Half Height partition to be made with
Anodized Aluminium frame work,
heavy sections (2mm thickness) of
1.75"x1.75"  sections, spacing of
2'0"x2'0" on bothsides and covered
with $mm thick BWP plywood finished
with  ITmm thick lominale of
approved colours for skriting &
borders and white colour laminates
for base on both sides with all
necessary fixing accessaries,
arrangements and etc.Pariition shall
have 12mm thick etched glass and
fixed with feck wood beading with
melamine polish.Clear glass shall be
finished with frosted film sticking over
the glass of approved pattern and
design.The height of the glass sould
be from 3-0" two 4-4". Rate to
include providing cuiouts and
provisions to run electrical conduits,
switches, etc.Cost include wastages,

transports, loading,unloading
charges, labours, maferials, tools,
lead, lift and etc.

Complete as per drawings and
instructions of the Architect.

3 Full Ht.7°-0" but for Cash Cabin ) Sq.Fh. 166.00

(Cash Cabins)

Solid {ill 4'-0"" then Aluminium
Decorative Grill height till 7'-0" then
again solid

Decorative  Gril  {12mm  thk)-
hexagonal opening as per instruction
of Bank's Engineer/Architect.} All
exposed edges of Plywood shall be
fixed with 1/8" C.P. Teak Lipping.

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:

Follow UCO Bank onTwitter:UCOBankOfficial; Facebook:Official. UCOBank; Instagram:;Official.ucobanfy

LinkedIn:UCO BANK; You Tube:UCO Bank Official




UCO BANK 7a=

Azadi,
Honours Your Trust AmiritMahotsay

/- +

Providing and fixing of Cash
Enclosures at height of 7-5" with
Anodized daluminium frame work,
heavy sections {2mm thickness) of
1.78"1.75"  section, spacing of
20'%2'0" on bothsides and covered
9mm thick BWP plywood finished with
Imm thick laminate of blue, red
colours for skriting & borders, white
colour laminates for base colour.
Parfition shall have provision for
opening and 19mm BWP plywood
fray for challan receiving purpose.
Cost include aluminium grill and fixed
with teak wood beading and duco
paint. Cost also include 3 Nos of Solid
core flush Doors with sizes of 2'6"x7'0",
fixed in the pariition. Door shall have
teak wood beading and lipping with
duco paint. Doer finished with Tmm
thick laminate of white colour for
base and red & blue for skirting of
approved paftern. Door shall have
8mm glass fixed with teak wood
beading and duco paint. Rate to
include hardware's like brass hinges,
godrej three nos of night latch, door
closure, door stopper and handies.
Cost dlso include cash transaction
opening shall be provided with door
arangements made with BWP
plywood frame work finished by
laminate, duco paint and locking
system. Cost include wastages,
transports, loading, unloading
charges, labours, materials, fools,
lead, liff and eic. Complete as per
drawings and instructions of the
Architect.

4 Cash Cabin- Aluminium Grill Top with Sq.ft 43.00
teak Decorative Grill Pariition),

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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Providing and fixing of Aluminum grill
work in cash counter fop with all
nesseccary fixing support of L', 'H'
and 'C' dluminium sections and
etc.Cost include '’ , 'H" and 'C'
aluminium sections, hardwares, tools,
wastages, lead, lift, labour charges,
loading,unloading charges, cutting,
fransport and etc. Complete as per
instructions of the Architect.

Front Counter

Rft

30.00

A. Running counter as per the
drawing

Providing & Fixing clerical counter
made oui of 19.0mm thick BWP ply
frarme work for top, verticdls, shelves,
apron, sices, drawer unit, shuiters,
side unifs, customer top, foot rest,
12.0mm thick BWP ply for drawer
sides, sliding shutters, front apron &
émm thick ply for side unii back,
drawer bottom, along with necessary
2" X 2" or 2" X 1.5" teack wood
beading.Laminate matching
imported wood molding & teak
wood supporis for fixing of top.The
cletical counter shall have 2-4¢" in
depih & counter shall have top
ieone at 2-6" height finish in
approved make/ color 1.0mm thick
laminaie etc. complete. The clerical
counier shall have 1No. of key board
fray, 2 Nos. of equal drawers or as
per the Bank requirements & one
openable shutfer. Al  exposed
surfaces i.e. apron, counter side etc.
finish with agpproved make/color
1.00mm thick laminate & moulding
finish with 3 coais of melamine polish
and inferndl surfaces shal have
polish dlong  with necessary

$S§

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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approved Stdinless Steel.

Hinges, Ball Caiches,Stainless Steel
Locks, approved design Stainless
Steel Handles,Stainless Steel Powder
Coated Grommet [wire manager],
Wood Foot Rest (Movable) Earl-Bihari
make Twin Telescopic Channel, CPU
Hanger/Trolly INNOFT make etc.
complete as per detail drawing and
Instructions of the Bank's Engineer/

Architect. ‘

[ Cash Counter Rit 5.00

A. Cash counters as per the drawing

Branch/ Office- ZONAL OFFICE, Email; zo.kanpur@ucobank.co.inContact:
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Providing and fixing info position
Cash counters as  per detailed
drawing made of Phenol bonded
19mm thick BWP commercial board
finished with 1.0mm thick BWP
laminate on top, front and sides as
per detailed drawing. The front
member of the cash counter to
continue to 3-8'height. Af 3-8" m
height a projection of 15cm
extended fowards the customers side
while a projection of 25.5 cm will be
extended fowards the staff. The
outward projeciion to be made of 19
mm thick phenol bonded
commercial board finished with Tmm
thick laminate top. The counifer to
have one drawer unit of 3 drawers &
space for CPU. 2 drawers to have
division for cash as banks
specifications, The exposed edges to
have TW beading as in the design.

The item included all hardware such
as channels of glydo/ hetiich/ flyrail,
self closing hinges/ locks/ handles/
laminated keyboard ifray, Other
hardware etc.The exposed surfaces
o be finished with Imm thick
laminate  of approved shade.
Provision of footrest to be made as
specified.All exposed wooden
surfaces to be finished with clear
melamine polish as approved by the
Architect. All unexposed surfaces to
have synthefic enamel pgint with
primer, all complete as per detailed
drawings and direction of the
Architect. The counter to have
provision for cable manager and
keeping mouse.
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7 12 mm Thick Eiched Glass For Cash $q. 68.00
Cabin's and Front Counter {Glass To ft.
Be Toughened)

Supplying and fixing 12mm thick
toughened glass in bank front
counfer's and cash counter front side
of approved length and width and
fixed with "D" bracket and dll
necessary fixing accessories,
arrangements and etc Each glass
shall have four nos of "D" bracket.
Cost include edge machine polish in
glass. Cost include making holes for
fransaction purpose for each glass,
wastages, fransports, loading.
unloading charges, labours,
materials, 1tools, lead, lift and
etc.Complete as per drawings and
instructions of the  Architect.
Measurements shall be made actual
laid quantity in SFT.

8 Wicket Gate Solid No. 1.00

Supplying and fixing Wicket door of
size { 3-0"x2'-6" Helght x 1no ) to be
made with 19mm thick BWP plywood
shutter and frame work with all
necessary fixing accessories,
arangements and etc. Door both
sides shall be finished with 1mm thick
laminate of blue, red colours for
skrifing & border and white colour
laminate for base colour on both
sides. Plywood edges to be finished
with edge band of approved
colour.Teak wood frame shall be
used in hinges side with duco paint of
approved colour. Cost  include
nesscessary hardwares like screws,
tower bolt and etc. Cost include
wastages, fransports, loading,

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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unloading charges, labours,
materials, fools, lead, lifi and eilc.
Complete as per drawings and
instructions of the Architect.

{Incl Door Closer/Stopper/mortice
lock)

9 Main Enirance Door Toughened Sq.Ft. 30.00

Provoviding and fixing of door with
side panel with 12 mm toughened
glass complete with Ozone Patch
fiings including Top Paich (OPF-
02)Bottom Patch{OPF-3) Angle
Lock(OPL-1)Top  Pivot [OFS-ACC-
GDP)Floor Spring (FS8400)and
handle({QGH)32x457

10 Fixed Toughened Glazing with Sq.Ft. 38.00
Etching

Provoviding and fixing of 12 mm
foughened glass complete with
Ozone Pafch fitfings including Top
Paich & Bottom Patch

11 Mineral Fiber ceiling with UNI T T5mm Sa.Ft. 448,00
T Grid & 1émm MPRESSIONS™
ClimaPlus™ Ceiling files
{600x4600mm)

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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This includes USG Knauf UNI T 15mm
grid Wall angle of 19mmx 19mm x
0.40mm shall be screw fixed to brick
wall/pariiion with the help of
approved screws at 600mm cenires.
Then suspending USG Knauf UNIT
15mm Main T grid of 15mm x
38mmx0.30mm of length 3600mm is
hung with USG Knauf adjustable
level clips 80x30x0.70mm & 4mm
diometer Gl rod which are
connected o USG Boral Sofiif Cleat
I7mmx27mmx1.émm and 8mm dia
40mm long Anchor Fasteners
@1200mm cenires or as approved
from RCC Slab. The USG Boral UNIT 15
Cross T of 15mm x 38mmx0.30mm of
1200mm lengith shall be interlocked
between main T Grid at 400mm
centres to form 1200 x 600mm
modules. 600 x 600mm modules to be
formed by click fitting USG Knauf
UNIT 15 Cross T of 15mm x 38mm of
600mm length centrally between the
1200mm cross T's Then 16mm thick
IMPRESSIONS™  ClimaPlus™ celling
panel having FLB edge of size
595x595 shall be placed into the
above grid of size 600x 400 mm.This
ceiling panel confirms to ASTM FE84
surface  burning  characteristics.
(Class A, Flame Spread: 25 & Smoke
developed: 50). The Ceiling panel
provides NRC 0.60, CAC minimum:
33. Light Reflectance: 0.84, recycled
confent -45% Thermal Resistance: R-
03 & can withstand Relative
Humidity up to RH 99% ({limifing
conditions -Max 49  degree
C/99%RH). The front & back side of
the tlile has anfi- Microbial ZOE

coating
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False Ceiling Works (Gypsum)

Sq.Ft.

510.00

Supplying and Erecting Saint Gobain
Gyproc Gypboard false ceiling at
different heights with saint gobain
framework of G.l. Section {of medium
thickness} of spacing 40"'x2'0" above
with 12.5 mm gypboard shall be fixed
with all necessary fixing accessories,
arangements and etc, Rate shall
include cut-outs for lights, ac and
etc.The ceiling shall be putly finished
and sanded to form clean and
homogeneous surface. Cost include
hidden lighting arangements and
efc. Rate to include painfing two
coats of acrylic emulsion of
approved colour after necessary
preparation, one coat of primer, full
puity and etc. Cost include all
necessary hardwares ke nails,
screws, wastages, fransports, loading,
unloading charges, |abours, lead, lift,
materials, tools and efc. Complete as
per drawings and instructions of the
Architect,

13

Storage (Low Height / Full height
Storage/ Overhead )

Sq.Ft.

24,00

Size-2'-6" highX 1-6"deep

Ply Wood-12.0mm thick board for
side fop and door & back 6.0mm (S
303 with shutters, shelf 19.0mrm ply

Shelf-19.0mm thick BWP

Handle-Brush finish stainless steel

Lock-Vijayan/Godrej

Internal surface zinc oxide polish and
other required accessories insfructed
by Bank's Engineer/Architect.

Follow UCO Bank onTwitter:UCOBankOfficial; Facebook:Official UCOBank; Instagram:0fficial.ucobank;
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14

Manager Table with Side Table and
12mm thick glass top

No.

1.00

Same as above complete work
including 12 mm thick glass on top.

Size-6-0" X 3-0" X 2-¢"

(6'0" length, 3'0" widih & 2'¢" height)
-Providing Table in position,Top shall
be made of 19mm thick BWP comm.
Board finished with 1.00mm ihick
laminate 1 %" x 1" teak wood
beading as per design on all sides.
The sides shall be made of 19mm
thick BWP comm. board finished with
1.00mm th laminale as per design.
with teak wood lipping on dll
exposed ends of sides The front
apron shall be made of 19mm thick
BWP comm. board finished with
1.00mm thick laminate as per design
The drawers to be made out of
19mm thick comm. BWP board duly
laminated in the front, sides to be
made out of 12mm BWP comm, plyw
and bottom to be made out of émm
BWP comm. ply and it should play in
drawer sliding channels. The inside of
the drawer and the table fo be duly
paintlaminated. A legrest io be
provided duly paint made out of
3"x2" thk wooden section. A shutter fo
be made by 1mm BWP comm.
beard cladded with1.0 mm laminate.
The necessary locks handles to be
provided In each drawers and
shutlers. On top of the Branch
managers table 12mm thk glass to
be placed duly edge polished. The
table should have key board fray
and tea tray duly finished with 1.0
mm laminate. The necessary wire
managers to be provided on the

VA
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fables and provision for lights fo be
kept if required in the front of the
table. (One coat of Ant fermite
treatment oil)

Side Table-3-0" X 2-6" X 1-4"

Ply Wood-19.0mm thick BWR Grade
for frame work

Supports-2" X 2" & 2" X 1.5" CP Teak
Wood and beading Patii

Drawer-1-6" wide two drawers and
one shutier below the drawers at left
side of the table and two drawers at
side table and below two shutiers

Laminate-1.0mm thick approved
colour

Key Board Tray-Metal INNOFIT make

CPU Metal Stand, Twin Telescopic
Drawer Fittings, Brass Powder Coated
Wire Manager

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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Handle-Brush  finish  stainless  steel,
Brass Ball Catches 12.0 thick plgin
glass with edge polish at top of the
table {Other Exposed Edge of Ply
with  half round beading with
approved colour polish)

15 Wriling Table & Brochure Holder, No. 1.00
Cheque Drop Box, Suggestion Box
with Notice Board. (The work shdll be
executed as per design and
Elevdtion.

Providing and fixing in position a
writing counter with open storage
made of 12mm and 19mm thick BWP
ply/ commercial board finished with
1.0mm laminate and teak wood
moulding/ lipping with a émm glass
top with polished edges as per
drawing and design.The glass to be
of size fo fit internally and the 19mm
border and émm lipping fo be
flushed with the glass. The storage
unit shall consist of verlical space
dividers of 12 mm board with 1.0 mm
laminate {ill the glass fop for the
provision of holding withdrawl/
deposit  slips  siationery  eic.The
counters fo be held in position
around the columns by dash fastners
at a height of 3.5/ 4 ft. Notice board
with cellotex base & cloth bound in
corporate coloured binded with teak
wood lipping of 35 by 12 mm.size
1500X1200.All wooden surfaces to be
finished in clear melamine polish and
all unexposed sides to be finished in
enamel paint of approved colour to
be approved by the designer all
complete as per detalled drawing,
specification and direction of the
Engineer in Charge.
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16 Wall Panelling & Column Pannelling Sa.Ft 765,00

Column Panelling -upto false ceiling
height only considered and above
necessary ceiling supports shall be
provided) with Anodized Aluminium
frame work, heavy sections [2mm
thickness) of 2'x1.5", spacing of 2'0"x
2'0" on bothsides and covered with
9mm thick BWP plywood finished wiih
Imm thick lominate of approved
colours for skiiting & borders and
base colour laminates for base
colour.Rate to include providing
cutouts and provisions to  run
electrical conduiis, switches, eic.Cost
include necessary hardwares [ike
clamps, screws and ef Cost include
provisions for electrical db closing
19mm thick BWP plywood door
arangemenis, wastages, fransports,
loading, unloading charges, labours,
materials, fools, lead, lift and eic.
Complete as per drawings and
instructions of the Architect.

Wall Paneling-upte fdlse celling
height only considered and above
necessary ceiling supports shall be
provided) with Anodized Aluminium
frame work, heavy sections (2mm
thickness) of 2x1.5", spacing of
2'0"2'0" on bothsides and covered
with $mm thick BWP plywood
finished with Tmm thick laminate of
approved colours for skrting &
borders and white colour laminates
for base colour. Rate fo include
providing cufoufs and provisions o
run electrical conduits, swilches, etc,
Cost include necessary hardwares
like clamps, screws and etfc.Cost
include provisions for electrical db

LinkedIn:UCO BANK; You Tube:UCO Bank Official
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closing 19mm BWP plywood door
arrangements, wastages, transports,
loading, unloading charges, labours,
materials, fools, ead, lift and eic.
Complete as per drawings and
instructions of the Architect.

17

Shutter Boxing with A.C.P. (Boxing
with Trap door)

sqit 83.00

ACP Panneling & Rolling Shutter Box.

Frame Work-2" X 2" X 1.5 mm thick
Aluminium Tubular section
{Horizontal/Verdical) Jindal Make

Aluminium Composite Panel-3.0mm
thick of approved colour with
bonding materidil.

18

Meter Boxing (Only front face to be
measured for payment purpose)

Sq.Ft. 38.00

Manufacturing, supplying and fixing
box type metre storage with overall
depth of 1'6" and height as per the
size of the milre. comprising of the
following.

19mm BWP block board hinged
double shutier, height as size of the
panel with alround beadings 3/4" x
%", powder coated handles, piano
hinges, magnetic ball caiches, lock,
locking arrangement, tower bolis

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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etc., dll as per directions,

All visible surfaces to be fixed with
1.0mm thick lamination sheet with
matching grains & grooves as per
instructions

All infernal & rear surfaces o be
painted with iwo coais of enamel
pdint over a coat of primer/putty as
directed fo get a smooth finish and
4nos-&" wide Fowder Coated 2 nos
Aluminium Aircon Louvers,

19 Acrylic Emulsion with POP Base.{ Only Sq.F. 1750.00
A.C. Areg)

Providing & Applying painfing of
inner walls of Asian "Ace" / ICI make
applied over the existing wall surface
with 2coals of emulsion paint,
surface preparation, 1coat of primer
and puity complete. Properly
scrapping ond sand papering the
existing wall painiing surface and
putty with neat line and level, Unif-
SFI. Cost  include  wastages,
transporis, loading. unloading
charges, labours, materials, tools,
lead, lift and etc. Complete as per
instructions of the Architect,

The rate shall include cost of all
materials such as plaster of pars,
whiting /primer, glue (Fevicol),
indigo/stainer, brushes, sand paper,
patti, dhoti, broom stick, clean water
with storage and othercontainers,
labour, scaffolding / ladder charges,
cleaning of floors and other sundries
etc,, dl complete to the satisfaction
of the Architecit.

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:

Follow UCO Bank onrTwitter:UCOBankOfficial; Facebook:0fficial UCOBank; Instagram:Official.ucobank;

LinkedIn:UCO BANK; You Tube:UCO Bank Official




UCO BANK

Honours Your Trust

7{5%
Azadiy,
Anit Mahotsay

TOTAL A

ATM

S.No

Item

Units

Qty.

Rate

Amount

Mineral Fiber ceiling with UN! T
15mm T Grid & Té6mm
MPRESSIONS™ ClimaPlus™ Ceiling
files (600x600mm)

Sq.Fh

24.00

This includes USG Knauf UNIT 15mm
grid Wall angle of 19mmx 19mm X
C.40mm shall be screw fixed fo
brick wall/partition with the help of
approved screws at  400mm
cenfres. Then suspending USG
Knauf UNIT 15mm Main T grid of
15mm x 3Bmmx0.30mm of length
3600mm is hung with USG Knauf
adjusiable level clips
80x30x0.70mm & 4mm diameter Gl
rod which are connected to USG
Boral Soffit Cleat
I7mmx27mmx1.6mm and 8mm dia
40mm long Anchor Fasteners
@1200mm cenires or as approved
from RCC Slab. The USG Boral UNIT
15 Cross T of 15mm X
3IBmMmx0.30mm of 1200mm length
shall be interlocked between main
T Grid at 600mm cenires fo form
1200 x 4600mm modules. 600 x
600mm modules to be formed by
click fitting USG Knauf UNIT 15
Cross T of 15mm x 38mm of 600mm
length centrally belween the
1200mm cross T's Then 16mm thick
IMPRESSIONS™ ClimaPlus™ ceiling
panel having FLB edge of size
595x595 shall be placed into the

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@uccbank.co.inContact:
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above grid of size 600x 600 mm.This
ceiling panel confirms to ASTM E84
surface  buming characteristics.
{Class A, Flame Spread: 25 &
Smoke developed: 50}. The Ceiling
pane! provides NRC 0.60, CAC
minimum: 33. Light Reflectance:
084, recycled content -45%
Thermal Resistance: R- 0.3 & can
withstand Relative Humidity up to
RH 99% (iimiting conditions ~Max
49 degree C/99%RH). The front &
back side of the file has anti-
Microbial ZOE coating

2 False Ceiling Works (Gypsum) Sq.H. 65.00

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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Supplying and Freciing Saint
Gobain Gyproc Gypboard false
ceiling ai different heights with
saint gobain framework of G.L
Section {of medium thickness) of
spacing 40'x2'0" above with 12.5
mm gypboard shall be fixed with
all necessary fixing accessories,
arangements and etc. Rate shall
include cut-ouis for lighis, ac and
etc.The ceiing shal be putty
finished and sanded to form clean
and homogeneous surface. Cost
include hidden lighting
arrangements and efc. Rate to
include painting two coats of
acrylic emulsion of approved
colour after necessary preparation,
one coat of primer, full puity and
etc. Cost include all necessary
hardwares ke nails, screws,
wastages, transports,  loading,
unloading charges, labours, lead,
ift, materials, iools and ete.
Complete as per drawings and
instructions of the Architect.

Main Entrance Toughened door

Sqft

27.00

Provoviding and fixing of door with
side panel with 12 mm toughened
glass complete with Ozone Patch
fitings including Top Patch {OPF-
02) Boftom Patch {OPF-3) Angle
Lock (OPL-1)Top Pivot (OFS-ACC-
GDP) Foor Spring (FS8400) and
handle (OGH)32x457

Fixed Toughened Glazing with
Etching

Sqft

29.00

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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Provoviding and fixing of 12 mm
toughened glass complete with
Ozone Patch fittings including Top
Paich & Boitom Paich

5 Storage Cabinet with Aluminium No 1.00
Louvers

Wooden storage cabinet for
housing the UPS with batteries and
VSAT-NIU 12mm 1S 303 Block Board,
with of cabinet 3' widih x 3-0"
depth x 6 height with 2 shelves at
3' height (Dimensions Subject to
size of the equipment). All
specifications of board ply mica
efc. including frame work to be as
13 above complete in all respect
to the satisfaction of the Bank.

] Shutter Boxing with A.C.P. (Boxing Sqft 338.00
with Trap door) and ATM Wall
Panelling
ACP Panneling & Rolling Shutter
Box.
Frame Work-2" X 2" X 1.5 mm thick
Aluminium Tubular section

{Horizontal/Vertical) Jindal Make
Aluminium  Composite  Panel-
3.0mm thick of approved colour
with bonding material.

A.T.M. TOTAL AMOUNT (B )

GRAND TOTAL (A+B)

Note: All rates are excluding G.5.T.

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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Sl | Materials Approved manufacturers / suppliers
No.
1 Paint I.C.l. { Dulex - Duco) / Asian paints /
GoodlacNerolac

2 Plywood BWR- Century/Green/Archid only Premium
quality

3 Wood preservative BWR- Century/Green/Archid only Premium
quglity

4 False ceiling Armsirong , Indian gypsum board

5 Laminates Sunmica/ Archid/Century/Green

Imm thick as per bank approved color

6 Screws G.K.W./Netlle fold

7 Adhesive Fevicol SH

8 Night latch Godrej

9 Locks Godrej

10 | Aluminium door frame Jindal

11| Glass Modi/Asahi/Saint Gobain

12 | Aluminium cladding Eurobond/Aliobond/Alukbond

13 | Key board drawer EBCO

14 | Telescopic CPU stand EBCO

15 | Cable organiser{ wire manager} EBCO

16 | Vitrifled files JhonsionsPerlto

17 | Venetion blind Vista, Luxaflex

Note : Plywood meniioned in the drawings as well as in bill of quantities should be IS: 710 BWR-
Century/Green only Premium quality.

(Signature of bidder with seal )

Name

Pesignation
Note: The Bank reserves the right, neither fo execute all items of work nor fo execute the full quantity
of items, as mentioned in schedule of quaniitie
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ESTIMATE FOR ELECTRICAL & AC WORKS

UCO BANK AT SHORAMALU - BRANCH & ATM

ZONAL OFFICE KANPUR

S.No

Particulars

Unit

Qty.

Rate

Amount

The work shall dlse include for culling chase for
conduits and moulded boxes, if required, in the
wall/ floor (Without damaging the building/wall)
along with clamping the conduit at every 750mm
interval & finally finishing the surface & matching
the same with the existing surface. ltem 1,3,4 & 5

The rate should include the cost of dll materials,
modular swilch complete with MS box & cover
plate, labour, T&P, taxes & levies, scalfiolding,
shifting of furniture, carling away the debris and
cleaning the floor efc

L&F Point Wiring, Circuit wiring & Power Point wiring

L. & F Poinis

Primary Point Wiring for light poinis controlled thru
modular swiiches complete with boxes & cover
plate - The point wiring shall be carried with
3*1.5sa.mm FRLSH stranded Cu. Wires in 20mm
PVC conduit pipe concealed in wail/ floor/
panelling/ pariitions or above false celling as per
requirement. The rates shall include cost of circuit
wirlng with 3*1.5sg.mm FRLSH Cu stranded wires in
20mm OD PVC Pipe from nearest TPN Db to
conirolloing SDb. The job shall be complete & to
the entire satisfaction of the Bank. Each Switch
beard should be provided with suitable capacity
fuses/ fuse indicator

Point

34.00

Secondray Light Point

75 / UCO&
T QO%r, %
FO i
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Same as above but looped from PP with
3*1.5sq.mm FRLSH stranded Cu. Wires in 20mm
PVC conduif pipe concedled in wall/ floor/
panelling/ partitions or above false ceiling as per
requirement, The job shall be complete & o the
entire satisfaction of the Bank.

Point 11.00

é A switch socket points on Sdb: S/F of 6A swilch
points with an additional indicdior and 4Amp.
modular Type swilch & sockel. It shall have
3*1.5sqmm FRLSH stranded Cu. Wire as per
requirement, The job shall be compleie & fo the
entire satisfaction of the Bank,

Point | 12.00

Point Wiring for wall fan points controlled thru
modular switches complete with boxes & cover
plate - The point wiring shall be caried with
3*1.5sq.mm FRLSH siranded Cu. Wires in 20mm
PVC conduit pipe concedled in wall/ floor/
panelling/ parlitions or above false ceiling as per
requirement. The job shall also included S/F of 4A
switch sockel near wall fan for regulating the
same. The job shall include cost of circuit wiring
with 3*1.8sg.mm FRLSH Cu siranded wires in 20mm
OD PVC Pipe from nearest TPN Db to controlloing
SDb, The job shall be complete & fo the entire

satisfaction of the Bank. Each Switch board should

be provided with suitable capacity fuses/ fuse
indicator

Each 8.00

/s UCo
/1\;‘5‘ h\-OFA&
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Point Wiring for Ceiling fan points controlled thru
modular switches complete with boxes & cover
plaie - The point wiring shall be caried with
3*1.55q.mm FRLSH shranded Cu. Wires in 20mm
PVC conduit pipe concealed in wall/ floor/
panelling/ partitions or above false ceiling as per
requirement. The job shall also include §/F of
modular elcironic regulator in $Db for regulating
the same. The job shall include cost of circuit
wiring with 3*1.5sq.mm FRLSH Cu stranded wires in
20mm OD PVC Pipe from nearest TPN Db to
controlloing $Db. The job shall be complete & to
the entire safisfaction of the Bank. Each Switch
board should be provided with suitable capacity
fuses/ fuse indicator

Each

3.00

Point Wiring for exhaust fan points controlled thru
modular switches complete with boxes & cover
plate - The point wirlng shall be caried with
3*1.5sq.mm FRLSH stranded Cu. Wires in 20mm
PVC conduit pipe conceadled in wall/ floor/
panelling/ paritions or above false ceiling as per
requirement. The job shall also included $/F of A
switch socket near wall fan for regulating the
same. The job shall include cost of circuit wiring
with 3*1.5sg.mm FRLSH Cu stranded wires in 20mm
OD PVC Pipe from nearest TPN Db to controlloing
SDb. The job shall be complete & to the entire
satisfaction of the Bank. Each Switch board should
be provided with suitable capacity fuses/ fuse
indicator

Each

2.00

LOM

PVC Insulated FRLSH Copper wire (ISl Marked)-
skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Siekoc/ AKG

Modular Switch/ Sockets - ABB/ Legrand/ MK/
Anchor/ Elleys/ Roma

Power Point Wiring

/*@7;00

/ ep.\. Okp ‘zé
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Primary Power Poini; Raw power poinis on
workstations / table / Printer etc using 3*4 Sq.mm
FRLSH Cu. stranded wire laid in 20mm OD PVC
pipe medium conduit pipe Igid & concedled In
wall/ floor/ panelling/ paritions or above false
ceiling as per requirement. Each power point shall
also consists of 1 nos of 16A , 2/3/5 pin sockels & 1
No., 16A Switch , wired together forming one point.
The earth wire of green color only.

Point

9.00

Secondary Power Point: Raw power peinis on
workstations / table / Printer etc using 3*2.5 Sg.mm
FRLSH Cu. siranded wire laid in 20mm OD PVC
pipe medium conduit pipe laid & concealed in
wall/ floor/ panelling/ partlitions or above false
ceiling as per requirement. Each power point shall
also consists of 1 nos of 16A , 2/3/5 pin sockets & 1
No., 16A Switch , wired together forming one point.
The earth wire of green color only. Secondary P to
b einterlooped with Primary PP. Maximum length
ém.

Point

3.00

Total 3nos. - 1 for BM + 1 for 2officers on LHS
counters + 1 for Printer space

LOM

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Modular Switch/ Sockets - ABB/ Legrand/ MK/
Anchor/ Elleys/ Roma

Air - Condilioning

AC Point; Providing AC points with circuit wiring
with 3*4sg.mm FRLSH Cu stranded wires to be laid
in 20mm PVC medium concedled in wall/ floor/
panelling/ partitions as per requirement. The work
shall include S/F of MCB protected power unif for
AC c/w 40A 2P MCB including proper
connections. The job shall be complete & to the
entire satisfaction of the Bank.

Point

5.00

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

Follow UCO Bank onTwitter:UC0BankOfficial; Facebook:Official UCOBank; Instagram:Official.ucobank;

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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PVC Conduit- CAP/ BEC/ Sieko/ AKG

MCB Protected Power unit ¢/wi0kA MCB "C"-
Havells/ L&T/ Siemens/ Schnider

Witing with 3*4.0sq.mm FRLSH stranded Cu. wires
laid in 20mm OD PVC/ flexible pipe heavy duty
laid on floor & concedled in wall/ floor as per
requirement o various voltage stabilizers, The job
includes making connections at both ends with
proper size of lugs to the entire safisfaction of the
Bank.

15.00

PVC Insulated FRLSH Copper wire (ISI Marked)-
skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Ups

Presumed 2* 3KVA - 1TW+ 13b

Incoming supply to UPS room: $/laying of 4 core
4sqmm XLPE insulated armoured Copper
conductor cable from main Panel to 4way TPN Db
in the UPS room to be laid in medium duly 20mm
PVC conduit/ pipe & run on surface or concealed
in wall/ floor/ flase ceiling including connections
at both ends with lugs.

30.00

Cables Armoured/ Unarmoured - Finolex/
Polycab/ Havells/ RR Kabe!/ KEl

3a

s/ F of 4way SPN Db metallic c/w 32A 4P MCB
including all connections complete in all respects
to the entire satisfaction of the Architect/ bank.

1.00

3b

s/ F of 2way SPN Db metaliic c/w 32A 2P MCB
including all connections complete in all respecis
to the entire satisfaction of the Architect/ bank.

2,00

Distribution Boards Double door in steel sheet
housing - ABB/ MDS/ Lexic/ Siemens/ HPL

Follow UCO Bank onTwitter:UCOBankCfficial; Fac

LinkedIn:UCO BANK; You Tube:UCO Bank Official
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MCB- 10kA "C" Characteristics L&T/ Siemens/
Schnider/ Legrand
5 Supply & laying of incoming & outgoing wiringto & | m 12.00

from UPS with 3*4 sq.mm FRLSH siranded Cu. Wires
laid in 20/25 mm flexible PVC pipe medium duty
to UPS incoming & from UPS outgoing.

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

[ UPS Output Db in UPS Room - S/F of 12way SPN Db | Each | 1.00
c/w 40A 2P MCB incomer and 32A 2P branch +
2*14A 2P MCB's for FDAS & CCIV as oivigoing
teeders including proper connections thru lugs.
The job shall be complete & to the entire
satisfaction of the Bank.

Distiibution Boards Double door in steel sheet
housing - ABB/ MDS/ Lexic/ Siemens/ HPL

MCB- 10kA "C" Characieristics L&T/ Siemens/
Schnider/ Legrand

7 UPS Output Distributlon Boards

a Branch

Location on RHS waill - S/ F of 12way SPN Db c/w | Set 1.00
40A 2P MCB and 5*6A 1P (1 cash, 2 routers, 1
officer on front counter & 1 officer RHS in cabin
adjoining BM) +2*10A 1P MCB for BM & 2 officers
on LHS counters) complete in all respect as
required & to the satisfaction of the bank.

Distribution Boards Doubie door in steel sheet
housing - ABB/ MD$/ Lexic/ Siemens/ HPL

MCB- 10kA "C" Characteristics L&T/ Siemens/
Schnider/ Legrand

LinkedIn:UCO BANK; You Tube:UCO Bank Official
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Supply & laying of incoming wiring from UPS Db in | m 15.00
UPS room to UPS output Db near cash cabin with
3*4 sqmm FRLSH stranded Cu. Wires laid in 20/25

mm flexible PVC pipe medium duty complete in
all respects

PVC Insulated FRLSH Copper wire (ISl Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Supply & Installation of point wiring for UPS power | Each | 9.00
plug points on workstations / table for computers
using 3*1.5 Sq.mm copper conductor mulii
siranded FRLSH wire pulled through floor
raceways/conduit and taken upto tabie top using
PVC rigid or flexible conduits run within
wooden/metal partifions. Each point consisting of
3 nos of 4A , 2/3 pin sockets & 1 No., 14A Switch
wired together forming one point. The earth wire of
green color only.

PVC Insulated FRLSH Copper wire (IS Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Modular Switch/ Sockets - ABB/ Legrand/ MK/
Anchor/ Elleys/ Roma

DISTRIBUTION MAINS

S/E of 3 nos. 100Amp 415V Kit kats rewirable | Set 1.00
Porcelain fuse carrier & base with extension strips
c/w 4 hole heavy duty neutral ferminal including
making of conneciion from electronic meter c/w
wooden board etc.

SFU/ Fuses- HPL/ L&T/ Siemens/ GE Power/
Schnider (MG)

Main incoming Panel

SITC of main dishibulion board panel fabricated of | Each | 1.00
18swg (powder coated) comprising of

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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Indicator lamps 3 nos.

Volimeter & ammeter {one each) c/w rotay

switches and CT's for Ammeter

Busbar 1nos. - {each of RYB +N) Copper 100A

each

Incomer - 100A 4P MCCB adjustable 25kA

100A 4P Changeover oulside Panel - ftem 3 below

Quigoing

100A 4P MCCB adjustable 25kA fo be tapped from

incoming side of the Main MCCB

&3A 4P MCB- 2nos. - for UPS & ATM

From Main Bus

53A 4P MCB- 3nos. - 2no. HTPN Db (LHS & RHS) + 1

spare

32A 2P MCB's - 4nos. for Strong room, Record

room, signage and 1 spare

Eadh bus bar 25x5mm Gl sirip - 2nos. At the

bottom.

LOM | Ammeter, Volimeter- AE/ L&T/ Meco/ Rishab
Selector Switch, Push Button switich/ Emergency
switch- Kay Cee/ L&T/ Siemens/ Schnider
CT's- L&T/ AE/ Kappa
AT's- L&T/ Siemens/ Schnider/ Legrand
MCCB- Legrand/ Schnider (MG)/ ABB/ Siemens/ L
&T
MCB- 10kA "C" Characteristics L&T/ Siemens/
Schnider/ Legrand

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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3 Changeover: S/F of 100A 4P changeover near | Each 1.00

panel for regulafing DG set supply including
proper conneclions,

4 $/ laying of XLPE insulated armoured Aluminium
Conductor cables including cost of lugs, cable
glands etc. The cable should be laid on surface
with proper clamps @750mm or laid & concealed
in wall/ floor/ PVC Conduit/ false ceiling
complete in all respect. The work also includes
cutting chases for conduits in the wall/ floor
(Without damaging the building) along with
clamping the cable. All connection shall be done
thru proper size of lugs

3.5¢ 25sq.mm for Pole & fuse Kit Kats Metre | 20.00

LOM | Cables Armoured/ Unarmoured - Finolex/
Polycab/ Havells/ RR Kabel/ KEI
Cable Lugs- Dowells

5 s/ laying of XLPE insulated armoured: Copper
Conductor cables including cost of lugs, cable
glands etc. The cable should be laid on surface
with proper clamps @750mm or laid & concealed
in wal/ floor/ PVC Conduit/ false ceiling
complete in all respect. The work dlso includes
culling chases for conduits in the wall/ floor
(Without damaging the building) along with
clamping the cable. All connection shall be done
thiu proper size of lugs

4c x 16sq.mm for HTPN Db at GF Metre | 45.00

LOM | Cables Armoured/ Unarmoured - Finolex/
Polycab/ Havells/ RR Kabel/ KEI
Cable Lugs- Dowelis

ba SITC of TPN Db complete in ail respecis as under - Each | 1.00
Location LHS Pillar - From Front area upto router at
rear

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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LHS - 4way HTPN Db - Double door from LHS
waiting to Cash cabin rear

Incomer - 43A 4P MCB

3no. 32A 1P MCB for AC -1 BM, 1 LHS & 1 rear

2no. 20A 1P MCB - Primary PP+ looped secondary
PP - 1 BM + 1 for 2 officers LHS counters

3no. 16A 1P MCB - 1 officer besides printer space
& 2 router

2nos. T0A TP MCBforL & F

2nos. 6A 1P MCBfor L& F

Blanking Plates - NIL

All connection shall be done thru proper size of
crimpled lugs

&b

SITC of TPN Db complete in all respects as under -
Location RHS wall near pillar o/s cabin - For RHS
area from front to rear including dinning.toilel &
UPS area

Each

1.00

RHS - 6way HTPN Db - Double door

Incomer - 63A 4P MCB

2no. 32A 1P MCB for AC - 2 RHS

1no. 20A 1P MCB - Primary PP+ looped secondary
PP - 1 for Printers space

3no. 16A 1P MCB - 1 cash, 1 officer besides cash &
1 D/w

3nos. 10A TP MCBfor L& F

2nos. A 1P MCBforL & F

Blanking Plates - 1no.

All connection shall be done thru proper size of
crimpled lugs

LOM

Distribution Boards Single/ Double door in steel
sheet housing - ABB/ Legrand/ Siemens/ HPL

Follow UCO Bank onTwitter:UCOBankOfficial; Facebook:Official. UCOBank; Instagram:Official.ucobank;
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MCB- 10kA "C" Characteristics L&T/ Siemens/
Schnider/ Legrand/ Havell

7 Strong room/ Record room controlling DF MCB - | Job 2.00
Circuit wiring with 3*1.5sg.mm FR LSH stranded Cu.
wires laid in 20 mm PVC pipe OD medium duty
laid & concealed in wall/ floor/ panelling/
paritions or above false ceiling as per
requirement. The job also includes supply & fixing
of 32A 2P MCB in 2way metallic box including
connections with lugs. The job shall be complete &
to the entire satisfaciion of the Bank. (to be fixed
o/s Sirong & record room for controlling lights)

PVC Insulated FRLSH Copper wire (1SI Marked)-
sSkyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Modular Switch/ Sockets - ABB/ Legrand/ MK/
Anchot/ Elleys/ Roma

8 Glow sign Board - Circuit wiring with 3* 2.5 sqmm | m 10,00
FRLSH stranded Cu. wires laid in 20 mm PVC pipe
heavy duly laid & concedled in wall/ floor/
panelling/ partitions or above false ceiling as per
requirement. The job shall be complete & to the
entire satisiaction of the Bank.

PVC Insulated FRLSH Copper wire (IS] Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

8 Timer - Supply of 40 A SP 230 V analog time switch | Nos. 1.00
panel(TIMER), in manufacturer sheet steel panel,
fully prewired with all components like fime switch,
MCB, contactor, selector switch, indicating
lamp.(1 for sign board)

Timers- L&T/ Legrand/ Schnider/ Siemens/ GE

/ .'“t‘ G =T\
.’( o AN\
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5 DG SET SUPPLY

1 $/laying of 3.5¢ 25sq.mm XLPE insulated armoured | m 20.00
Aluminium Conducior cable c¢fw 1*ésg.mm
stranded copper wire for earthing from proposed
DG set to Changeover switch including iis
connections at both ends with lugs to be laid in
25mm dia rigid PVC /flexible conduit

1OM | Cables Armoured/ Unarmoured - Finolex/
Polycab/ Havells/ RR Kabel/ KEl

Cable Lugs- Dowells

6 EARTHING

1 For Panel

s/burying of Dual pipe technology earthing | Job 1.00
elecirode having G! 65mm O/D pipe with 25
micron coating, 3metres long. The job also
includes S/F of Gl strip clamp with two holes (with
$$/Gl bolis & nuts) on the elecirode & taking one
lead of 4sq.mm Cu stranded wire (Cost of 4sq.mm
wire extra as under) upto 4way earth link near
main panel complete in dll respects with
guaranteed E/N voltage of less than 2 volts and
resistance less than 1 ohms. The 4sg.mm Cu
stranded wire shall be terminated on 4way
earhlink. The connections for Panel earthing/
earih bus in the panel shall be taken from this
earthlink. The distance beiween two earthing piis
to be 10ft or more.

2 For UPS

&

{ e ST 1)

AT
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S/burying of Dual pipe technology earthing
electrode having Gl 65mm O/D pipe with 25
micron coating, 3metres long. The job also
includes S/F of Gl strip clamp with two holes (with
$8/Gl bolis & nuts) on the elecirode & taking one
lead of 4sq.mm Cu stranded wire (Cost of 4sq.mm
wire extra as under) upto 4way earth link near UPS
complete in all respecis with guaranteed E/N
voltage of less than 2 volis and resistance less
than 1 ohms. The 4sq.mm Cu stranded wire shall
be terminated on 4way earthlink. The connections
for UPS earthing/ UPS Db's earthing shall be taken
from this earhlink. The distance between fwo
earthing pits fo be 10ft or more.

Job

1.00

Supply & Fixing of 4sq.mm FRLSH Cu. Stranded wire
on surdace or in recess for loop earhing as
required earthing to Db's or main panel as
required.

50.00

Includes gty for Erathing of Db body.

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyiine/ Finolex/ Havells/ Polycab

S/F of 4 way earth link

Each

2.00

SUPPLY & FIXING LIGHT & FAN ITEMS

$/F of Energy efficient recessed mounted LED
juminaire - 30/32w LED recessed mounted 2'%2
luminaire sultable for grid ceiling with indirect
lighting delivering soft and uniform light - Make as
approved by Bank/ architect

Each

19.00

light fittings - Philips/ Wipro/ Osram/ Havells/
Crompton Greaves

%,f-’i* /U Co
@‘%
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2 S/F of recessed LED downlighter - 15w LED | Each | 12.00
recessed mounted high performance low-height
LED downlighter ¢/w robust PDC housing complete
in all respects- Make as approved by Bank/
architect

Light fiitings - Philips/ Wipro/ Osram/ Havells/
Crompion Greaves

3a $/F of Surface & wall mounted LED batten - Ulira- | Each 11.00
slim poly carbonate decorafive LED baiten with
inbuilt heat sink, anti glare polycarbonate diffuser
& energy efficient elecironic driver 20W 1800
lumens - Make as approved by Bank/ architect

4a $/F of Angle holder Anchor make ¢/w 8w LED bulb | Each | 1.00
complete in all respecis - Make as approved by
Bank/ archifect

Light fittings - Philips/ Wipro/ Osram/ Havells/
Crompton Greaves

5 $/F of wall mounted fan - 80/100watt metal body | Each 8.00
Fan - 450mm, 1300 to 1500RPM

Fans- Crompton/ Havells/ Bajaj/ Usha

] $/F of energy svaing/ efficient ceiling fan 1200mm | Each | 3.00
sweep double ball bearing fype Make as
approved by Bank/ architect

cost of elctronic regulator to be quoted in CF point
wiring as above.

Fans- Crompton/ Havells/ Bajaj/ Usha

7 Supply & Fixing of metallic fresh air fan 230mm | Each | 2.00
sweep - Make as approved by Bank/ architect

Fans- Crompton/ Havells/ Bajaj/ Usha

. N . I \:'Q‘f !
Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact: NC ) /
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S$/F of chime bell as approved by Architect

Each

1.00

Anhcor/ Havells

Telephone system

$/F modular telephone jack single with shutter
outlet (RJ-11) with mounfing box & front plate
complete with chase culting, mending good etc,
as required includinhg Supply & laying of 2 pair
unarmoured 0.6Tmm dia. PVC insulated iwisted
pairs bunched together telephone cables through
rigid 20mm dia PVC conduit as directed by the
Bank/ Architect from telephone junction box to
telephone socket outlet including interconnection
as required complete in all respects.

Each

3.00

Telephone Wire -Delion/ Skyline/ Finolex/ Rallison/
Bafra Henley

10 Pair Tag box

Each

1.00

Telephone Tag Blocks- Krone/ Pouyet/ TVS

MDS Box

Each

1.00

MDS box - Krone/ Pouyet/ TVS

Total Cost of Electrical works

DATA CABLING

Supplying and laying D-link make CAT-ée Cable
in PVC 20mm dia OD medium conduit complete

with CAT-6 information ouilet with plate & suface
Box at work tables marked as DP

Point

9.00

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Cable - Digi Link/ Clipser/ National/ Polycab/
Lapp/ Finolex

I/O- Digilink/ Tyco (AMP)/ Schnider/ D- Link

Follow UCO Ban

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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2 S/ F of 7f Grey colour Paich chord Each | 9.00
Patch Chord- Digilink/ Tyco (AMP)/ Schnider/ D-
Link
3 $/ F of 3ft Grey colour Patch chord Each 1 9.00
Patch Chord- Digilink/ Tyco (AMP)/ Schnider/ D-
Link
4 Jack Panel - 24 poris Each | 1.00
5 24 ports Switch Each | 1.00
] SIHC of 9U Rack including wire manager, power | Each | 1.00
supply card, hardwares etc. complete in dl
respects
Tofal for Data/ LAN Cabling
A TOTAL FOR ELECTRICAL & DATA CABLING
ATM
S.No | Parliculars Unit Qty. Rate Amount
The work shall also include for cutting chase for
conduiis and moulded boxes, if required, in the
wali/ floor {Without damaging the building/wall)
along with clamping the conduit ot every 750mm
interval & finally finishing the surface & matching
the same with the existing surface. ltem 1,3, 4 & 5

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:

Follow UCO Bank onTwitter:UCOBankOfficial; Facebook:OfficiaUCOBank; Instagram:Official.ucobank;

LinkedIn:UCO BANK; You Tube:UCO Bank Official




fages
R A

S Agleed

UCO BANK 7=

Azadi
Honours Your Trust AmritMg%otsav

The rate should include the cost of all materials,
modular switch complete with MS box & cover
plate, labour, T&P, taxes & levies, scaffolding,
shiffing of furniture, carting away the debrs and
cleaning the floor etc

L&F Poinf Wiring, Circuif wiring & Power Point wiring

L & F Poinis

Primary Point Wiring for light poinis controlled thru
modular switches complete with boxes & cover
plate - The point wiring shall be carried with
3*1.5sq.mm FRLSH stranded Cu. Wires in 20mm
PVC conduit pipe concealed in wall/ floor/
panelling/ pariltions or above false ceiling as per
requirement. The rates shall include cost of circuit
wiring with 3*1.5sq.mm FRLSH Cu stranded wires in
20mm OD PVC Pipe from nearest TPN Db to
controlloing $Db. The job shall be complete & to
the entire satisfaction of the Bank. Each Swiich
board should be provided with suitable capacity
fuses/ fuse indicator

Point 3.00

& A switch socket points on Sdb: S/F of 6A switch
points with an additional indicator and éAmp.
modular Type switch & socket. It shall have
3*1.5sq.mm FRLSH stranded Cu, Wire as per
requirement. The job shall be complete & to the
entire satisfaction of the Bank.

Point 1.00

Point Wiring for wail fan poinis controlled thru
modular switches complete with boxes & cover
plate - The point wiring shall be carried with
3*1.5sq.mm FRLSH siranded Cu. Wires in 20mm
PVC conduit pipe concedled in wall/ floor/
panelling/ parlitions or above false ceiling as per
requirement. The job shall also included §$/F of 6A
switch socket near wall fan for regulafing the
same. The job shall include cost of circuit wiring
with 3*1.5sq.mm FRLSH Cu stranded wires in 20mm
OD PVC Pipe from nearest TPN Db fo controlloing
SDb. The job shall be complete & to the entire

Each | 1.00
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satisfaction of the Bank. Each Switch board should

be provided with suitable capacity fuses/ fuse
indicator

LOM | PVC Insulated FRLSH Copper wire (iSI Marked)-
skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Modular Switch/ Sockets - ABB/ Legrand/ MK/
Anchor/ Elleys/ Roma

Power Point Wiring

1 Primary Power Poink Raw power points on | Point | 1.00
workstations / table / Printer etc using 3*4 Sq.mm
FRLSH Cu. stranded wire laid in 20mm OD PVC
pipe medium conduit pipe laid & concealed in
wall/ floor/ panelling/ pariitions or above false
ceiling as per requirement. Each power point shall
also consists of 1 nos of 16A , 2/3/5 pin sockets & 1
No., 16A Switch, wired together forming one point.
The earth wire of green color only.

LOM | PVC Insulated FRLSH Copper wire (isl Marked)-
skyline/ Finolex/ Havells/ Polycab

PVC Conduii- CAP/ BEC/ Sieko/ AKG

Modular Switch/ Sockets - ABB/ Legrand/ MK/
Anchor/ Elleys/ Roma

2 Afr - Conditioning

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:

Follow UCO Bank onTwitter:UCOBankOfficial; Facebook:Official UCOBank; Instagram:Official.ucobank;
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1 AC Point: Providing AC points with circuit wiring | Point | 2.00
with 3*4sq.mm FRLSH Cu siranded wires {o be laid
in 20mm PVC medium concealed in wall/ floor/
panelling/ parditions as per requirement. The work
shall include $/F of MCB protected power unit for
AC c¢/w 32A 2P MCB including proper
conneciions. The job shall be complete & to the
entire satisfaction of the Bank.

PVC [nsulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Condvit- CAP/ BEC/ Sieko/ AKG

MCB Protected Power unit c/wiOkA MCB "C"-
Havells/ L&T/ Siemens/ Schnider

3 Wiring with 3*4.0sq.mm FRLSH stranded Cu. wires | m 5.00
laid in 20mm OD PVC/ flexible pipe heavy duly
laid on floor & concealed in wall/ floor as per
requirement fo varlous voltage stabilizers. The job
includes making connections at both ends with
proper size of lugs to the entire satisfaction of the
Bank.

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

ups

1 S/ F of 2way SPN Db metallic c¢/w 32A 2P MCB | Each | 2.00
including all connections complete in all respects
o the entire salisfaciion of the Architect/ bank,

Distribution Boards Double door in steel sheet
housing - ABB/ MDS/ Lexic/ Siemens/ HPL

MCB- 10kA "C" Characteristics L&T/ Siemens/
Schnider/ Legrand

,/—*-».

&/ Co.
f\’k TSN
FD'GQQ\'.« e -‘.:'
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2 Supply & laying of incoming & outgoing wiringto & [ m 10.00

from UPS with 3*4 sq.mm FRLSH sfranded Cu, Wires
laid in 20/25 mm flexible PVC pipe medium duty
to UPS incoming & from UPS outgoing to éway SPN
Db.

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Condult- CAP/ BEC/ Sieko/ AKG

3 UPS Output Db in UPS Room - S/F of éway SPN Db | Each | 1.00
c/w 40A 2P MCB incomer and 1*16A 1P MCB's for
atm & 1 Spare as outgoing including proper
connections thru lugs. The job shall be completfe &
to the entire satisfaction of the Bank.

Distribufion Boards Double door in steel sheet
housing - ABB/ MDS/ Lexic/ Siemens/ HPL

MCB- 10kA "C" Characteristics L&T/ Siemens/
Schnider/ Legrand

4 Supply & Installation of point wiring for UPS power | Each | 2.00
plug points on workstations / table for computers
using 3*1.5 Sg.mm copper conductor multi
stranded FRLSH wire pulled through floor
raceways/conduit and taken upto table fop using
PVC rigld or flexible conduits run within
wooden/metal patlitions. Each point consisting of
3 nos of 6A , 2/3 pin sockets & 1 No., 14A Switch
wired together forming one point. The earth wire of
green color only.

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Modular Switch/ Sockets - ABB/ lLegrand/ MK/
Anchor/ Elleys/ Roma

4 DISTRIBUTION MAINS

/m

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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1 Incoming supply to UPS rcom: $/laying of 4 core | m 15.00
4sgmm XLPE insvilaled armoured Copper
conductor cable from main Panel to 4way TPN Db
in the UPS room to be laid in medium duty 20mm
PVC conduil/ pipe & run on surface or concealed
in wall/ floor/ flase ceiling including connections
at both ends with [ugs.

LOM | Cables Armoured/ Unarmoured - Finolex/
Polycab/ Havells/ RR Kabel/ KEI

Cable Lugs- Dowells

2 Supply & laying of 1*4Sg.mm FRLSH Cu Standed | m 15.00
wire on surface or in recess for loop earthing
along with sub main cable as required complete
in all respecis

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

3 SITC of TPN Db complete in all respecis as under - | Each | 1.00
Location LHS rear area in Pantry

LHS - 4way HTPN Db - Double door

Incomer - §3A 4P MCB

3no. 32A 1P MCB - 2 AC ATM + 1 glow sign board

2no. 32A 2P MCB - for 2nos. ATM UPS (TW+ 15b)

Tno. T6A TP MCB - 1 PP

2nos. I0A 1P MCBforL & F

Blanking Plates - 2nos.

All connection shall be done thru proper size of
crimpled lugs

f/@é
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Glow sign Board - Circuit wiring with 3* 2.5 sq.mm | m 10.00
FRLSH sfranded Cu. wires laid in 20 mm PVC pipe
heavy duty laid & concedled in wall/ floor/
panelling/ paditions or above false ceiling as per
requirement. The job shall be complete & fo the
entire satisfaction of the Bank.

PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab

PVC Conduit- CAP/ BEC/ Sieko/ AKG

Timer - Supply of 40 A SP 230 V analeg time switch | Nos. 1.00
panel{TIMER), in manufacturer sheet steel panel,
fully prewired with all components like fime switch,
MCB, contactor, selector switch, indicating
lamp.(1 for sign board)

Timers- L&T/ Legrand/ Schnider/ Siemens/ GE

DG SET SUPPLY

Supply Thru Main Panel

EARTHING

For UPS

S/burying of Dual pipe technology earhing | Job 1.00
elecirode having Gl 65mm O/D pipe with 25
micron ceoaling, 3melres long. The job dalso
includes S/F of Gl strip clamp with two holes (with
§§/Gl bolts & nuts) on the elechrode & taking one
lead of 4sq.mm Cu stranded wire (Cost of 4sq.mm
wire extra as under) upio 4way earth link near UPS
complete in dll respects with guaranteed E/N
voltage of less than 2 volls and resistance less
than 1 ohms. The 4sq.mm Cu siranded wire shdll
be terminated on 4way earthlink. The connections
for UPS earthing/ UPS Dbk's edarthing shall be taken
from this earfhlink. The distance between two
earthing pits to be 10ff or more.

T S
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earthing of UPS & ATM Machine
2 Supply & Fixing of 4sq.mm FRLSH Cu, Stranded wire | m 15.00
on surface or in recess for loop earthing as
required earthing to Db's or main panel as
required.
PVC Insulated FRLSH Copper wire (ISI Marked)-
Skyline/ Finolex/ Havells/ Polycab
3 $/F of 4 way earth link Each | 1.00
7 SUPPLY & FIXING LIGHT & FAN ITEMS
1 S/F of Energy efficient recessed mounted LED | Each | 2.00
luminaire - 30/32w LED recessed mounted 2'X2'
luminaire svitable for grid ceiling with indirect
lighting delivering soft and uniform light - Make as
approved by Bank/ architect
Light fittings - Philips/ Wipre/ Osram/ Havells/
Crompton Greaves
b S/F of 2'long LED TL 10w Tube light complete in all | Each 1.00
respecis
Light fitings - Philips/ Wipro/ Osram/ Havells/
Cromplon Greaves
4 $/F of wall mounted fan - 80/100walt metal body | Each 1.00
Fan - 450mm, 1300 fo 1500RFM
Fans- Crompton/ Havells/ Bajaj/ Usha
Total Cost of Electrical works
DATA CABLING

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact;

Follow UCO Bank onTwitter:UCOBankQfficial; Facebook:Official. UCOBank; Instagram:Official.ucobank;
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1 Supplylng and laying D-link make CAT-6e Cable | Point | 2.00
in PVC 20mm dia OD medium conduit complete
with CAT-6 informafion ouflet with plale & suface
Box at work tables marked as DP
PVC Conduit- CAP/ BEC/ Sieko/ AKG
Cable - Digi link/ Clipser/ Naiional/ Polycab/
Lapp/ Finolex
1/0- Digilink/ Tyco (AMP)/ Schnider/ D- Link
2 8/ F of 7t Grey colour Patch chord Each | 2.00
Patch Chord- Digilink/ Tyco {AMP)/ Schnider/ D-
Link
3 S/ F of 3ff Grey colour Paich chord Each | 2.00
Patch Chord- Digilink/ Tyco (AMP)/ Schnider/ D~
Link
Total for Data/ LAN Cabling
B TOTAL FOR ELECTRICAL & DATA CABLING
AIR- CONDITIONING
Note:-
1. Each vendor to specify the Make of A.C. they propose o supply.
2. Common drain pipes of Cassette / Split A.C.'s be terminated in any toilet Nahni fraps OR else be
terminated from external wall up to ground. AC's with COPPER Condenser & Evaporator coils only fo
be suppled.
3. Pl. enclose Technical Brocher of quoted A.C.'s.
4. As built layout drawing of Refrigerant & Drain Piping has to be attached with Final Bill.
Voltas, Blue Star, Daikin. AC's with COPPER Condenser & Evaporator coils should only be supplied.
Only one of these Makes to be quoted.
PI. enclose Tech. Brocher of the quoted Cassette/ Splif A.C.

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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ALL NEW A C's TO BE OF INVERTER TYPE

S.N.

DESCRIPTION UNIT QrY RATE AMOUNT

All a.c's to be inverter type.

5 Star High Wall Split AC-1.0 Ton Inverter Type AC | No 3.00
The High Wall Split AC to be of Voltas, Blue Star, &
Daikin. are approved Makes.

Supply and Installation Of wall mounted split AC
1.0 Ton inverter type. with 5 year warranty on
compressor and ecofriendly green gas.

§ Star High Wall Split AC-1.5 Ton Inverter Type AC | No 4.00
The High Wdll Split AC to be of Voltas, Blue Star, &
Daikin. are approved Makes.

Supply and Installalion Of wall mounted split AC
1.5 Ton inverter type. with 5 year warranty on
compressor and ecofriendly green gas.

Providing & Installation of 4/5KVA voltage | No 7.00
Stabilizers with range of 130 - 280V of standard
make as per the approval of the Architect of
(Inmag, Servel, Stambh)

Drain Waier Piping Constructed ocut of PVC Hard | RM 85.00
Pipes,filling, accessories, bends, elbows, iees,
hanger, support, anchors, [$1 approved
Finolex/Prince Make (32mm)

Rate for Exira Piping (Rate above 12 Feet pipe
which will be free with each unit) Ref.Piping(Only
single distance will be measured between Indoor
& Outdoor Uniis)

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact: R A
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a Copper Piping Refrigerant along with insulafor | Rm 105.00
Piping for Hi Wall 1.5 ton,1/2 and 1/4 Soft Copper
Refrigerant piping with complete fitling, elbows
bends supporting arrangements Nissan, Merchant,
MET tube, Totdline tube, pressure tested tube and
S.L.T.C. of 12,5 Sgq.mm. & 4.25 Sq.mm. dia. Copper
refrigerant pipe with foam Insulation between
Indoor & Qut door units with breaking of wall for
making hole wherever required For Split Air-
Conditioners. And S.L.T.C. of 1? mm dia & 16 mm
dia Copper Refrigerant Pipes with Foam insulation
between Indoor & Qut door units.with breaking of
wall wherever required for 2-3 Tr Casseite/ Inverter
Air conditioners.

b S.LT.C. of 4 core Copper conductor flexible cable | Rm 112.00
beltween Indoor &Outdoor Unit through holes
made as above

) S.L.T.C. of L shape / suitable shape M.S. Frame and | No 7.00
stand for mounting Outdoor Units on wall / On
floor with dll fixing hardwares including lockable
cage duly pdinted with enamel paint.Within
above Catwalk for cassetie & split A.c.'s.

7 Cyclic Timer for ATM AC, No 1.00

C Total

Total (A+B+C)

Note: All rates are excluding G.S.T.

(i)
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Note:-
1. Each vendor to specify the Make of A.C. they propose to supply.
2. Common drain pipes of Cassefte / Split A.C.'s be terminated in any foilet Nahnitraps OR else be

terminated from external wall up to ground. AC's with COPPER Condenser & Evaporator coils only fo
be suppled.

3. PL. enclose Technical Brocher of quoted A.C.'s.
4. As built layout drawing of Refrigerant & Drain Piping has to be attached with Final Bill.

Voltas, Blue Star, Daikin. AC's with COPPER Condenser & Evaporator coils should only be supplied.
Only one of these Makes 1o be quoted.
PL. enclose Tech. Brocher of the quoted Cassette/ Split A.C,

ALL NEW A C'S TO BE OF INVERTER TYPE

List of approved materials

Materials Approved manufacturers/suppliers

MCCB MDS legrands, ABB, GE, SIEMENS

2 Changeover Indo Asian/ HPL Socomec /
GE/ Standard stangaurd

3 Distribution beoard
MDS / Standard / Indo Asian / HPL

4 MCB
MDS / Standard / Indo Asian / HPL
5 Cable
Gloster / Rallisen / Incab / CCl
6 Copper wire .
Finolex/anchor

7 Switch /§ockef / Call bell and Anchor / Havells / CPL / MDS

accessories / Philips
8 Electrical Light Fittings / Fixtures

Complete Philios

? Wall Fan / Celling Fan / Exhaust Fan Khaitan/Havells

Daikin, Hitachi,BlueStar.Only one of
these Makes to be quoted. Pl
enclose Tech. Brocher of the quoted
Casseite/ Split A.C.

A.C.'s having Service centre
InfNear the City should be
preferred.

GST Will Be Exirg | |

OB

Branch/ Office- ZONAL OFFICE, Email: zo.kanpur@ucobank.co.inContact:
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(Signature of bidder with seal )

Name

Designation

Nofe: The Bank reserves the right, neither to execute dll items of work nor to execute the full quantity
of items, as mentioned in schedule of quantities.
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